Introduced Version

SENATE BILL No. 335

DIGEST OF INTRODUCED BILL

Citations Affected: IC 16-28-11-5.

Synopsis: Health facility fire sprinklers and smoke alarms. Requires
a health facility to have: (1) an automatic fire sprinkler system
throughout the facility before July 1, 2011; and (2) an automatic fire
detection system that meets specified requirements before July 1,2008.
Requires the state department of health to publish the types of sprinkler
systems and smoke detectors in each health facility in the department's
consumer guide to nursing homes.

Effective: July 1, 2006.

Landske, Craycraft

January 10, 2006, read first time and referred to Committee on Homeland Security,
Utilities, and Public Policy.
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Introduced

Second Regular Session 114th General Assembly (2006)

PRINTING CODE. Amendments: Whenever an existing statute (or a section of the Indiana
Constitution) is being amended, the text of the existing provision will appear in this style type,
additions will appear in this style type, and deletions will appear in this styte type:

Additions: Whenever a new statutory provision is being enacted (or a new constitutional
provision adopted), the text of the new provision will appear in this style type. Also, the
word NEW will appear in that style type in the introductory clause of each SECTION that adds
a new provision to the Indiana Code or the Indiana Constitution.

Conflict reconciliation: Text in a statute in this style type or this styte type reconciles conflicts
between statutes enacted by the 2005 Regular Session of the General Assembly.

SENATE BILL No. 335

A BILL FOR AN ACT to amend the Indiana Code concerning
health.

Be it enacted by the General Assembly of the State of Indiana:

SECTION 1.1IC 16-28-11-5IS ADDED TO THE INDIANA CODE
ASANEW SECTIONTO READ ASFOLLOWS [EFFECTIVEJULY
1, 2006]: Sec. 5. (a) A health facility that is licensed under this
article as a comprehensive care facility must have the following:

(1) An automatic fire sprinkler system throughout the facility
not later than July 1, 2011.
(2) An automatic fire detection system that:
(A) provides a visual display on the corridor side of each
resident's room;
(B) provides an audible and visual alarm at the nurse's
station that attends each room; and
(C) transmits to a central station service;
not later than July 1, 2008.

(b) The state department, in consultation with the fire
prevention and building safety commission, shall adopt rules under
IC 4-22-2 to implement this section.

SECTION 2. [EFFECTIVE JULY 1, 2006] (a) The state
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department of health shall disclose the following information in the
department's consumer guide to nursing homes:
(1) Through June 30, 2008, whether a health facility has:
(A) battery operated;
(B) hard wired; or
(C) no;
smoke detectors in each resident's room.
(2) Through June 30, 2011, whether a health facility is:
(A) fully;
(B) partially; or
(C) not;
equipped with sprinklers.
(b) This SECTION expires December 31, 2011.
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